
H0 CS DR 1, minute trends (mean), Oct 06 2013 16:00:00 PDT - Oct 07 2013 16:00:00 PDT

 0

 10000

 20000

 30000

 40000

 50000

 60000

 70000

 80000

 90000

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

p
a
rt

ic
le

s/
ft

3

> .3 µm
> .5 µm

stopped
counting

holding

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

m
o
d

e

 0
 2
 4
 6
 8

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

st
a
tu

s

0: no alarms, 1: calibrate failure, 2: low battery, 3: cal. fail, low batt., 4: alarm/count alarm, 5: cal. fail and alarm, 
6: low batt. and alarm, 7: cal. fail, low batt., and alarm, 8: manifold home error, 9: analog alarm



H0 CS LAB 1, minute trends (mean), Oct 06 2013 16:00:00 PDT - Oct 07 2013 16:00:00 PDT

 0

 5

 10

 15

 20

 25

 30

 35

 40

 45

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

p
a
rt

ic
le

s/
ft

3
> .3 µm
> .5 µm

stopped
counting

holding

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

m
o
d

e

 0
 2
 4
 6
 8

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

st
a
tu

s

0: no alarms, 1: calibrate failure, 2: low battery, 3: cal. fail, low batt., 4: alarm/count alarm, 5: cal. fail and alarm, 
6: low batt. and alarm, 7: cal. fail, low batt., and alarm, 8: manifold home error, 9: analog alarm



H0 CS LAB 2, minute trends (mean), Oct 06 2013 16:00:00 PDT - Oct 07 2013 16:00:00 PDT

 0

 100

 200

 300

 400

 500

 600

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

p
a
rt

ic
le

s/
ft

3
> .3 µm
> .5 µm

stopped
counting

holding

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

m
o
d

e

 0
 2
 4
 6
 8

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

st
a
tu

s

0: no alarms, 1: calibrate failure, 2: low battery, 3: cal. fail, low batt., 4: alarm/count alarm, 5: cal. fail and alarm, 
6: low batt. and alarm, 7: cal. fail, low batt., and alarm, 8: manifold home error, 9: analog alarm



H0 CS LAB 3, minute trends (mean), Oct 06 2013 16:00:00 PDT - Oct 07 2013 16:00:00 PDT

 0

 10

 20

 30

 40

 50

 60

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

p
a
rt

ic
le

s/
ft

3
> .3 µm
> .5 µm

stopped
counting

holding

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

m
o
d

e

 0
 2
 4
 6
 8

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

st
a
tu

s

0: no alarms, 1: calibrate failure, 2: low battery, 3: cal. fail, low batt., 4: alarm/count alarm, 5: cal. fail and alarm, 
6: low batt. and alarm, 7: cal. fail, low batt., and alarm, 8: manifold home error, 9: analog alarm



H0 CS LVEA 15, minute trends (mean), Oct 06 2013 16:00:00 PDT - Oct 07 2013 16:00:00 PDT

 0

 5

 10

 15

 20

 25

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

p
a
rt

ic
le

s/
ft

3
> .3 µm
> .5 µm

stopped
counting

holding

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

m
o
d

e

 0
 2
 4
 6
 8

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

st
a
tu

s

0: no alarms, 1: calibrate failure, 2: low battery, 3: cal. fail, low batt., 4: alarm/count alarm, 5: cal. fail and alarm, 
6: low batt. and alarm, 7: cal. fail, low batt., and alarm, 8: manifold home error, 9: analog alarm



H0 CS LVEA 16, minute trends (mean), Oct 06 2013 16:00:00 PDT - Oct 07 2013 16:00:00 PDT

 0

 5

 10

 15

 20

 25

 30

 35

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

p
a
rt

ic
le

s/
ft

3
> .3 µm
> .5 µm

stopped
counting

holding

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

m
o
d

e

 0
 2
 4
 6
 8

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

st
a
tu

s

0: no alarms, 1: calibrate failure, 2: low battery, 3: cal. fail, low batt., 4: alarm/count alarm, 5: cal. fail and alarm, 
6: low batt. and alarm, 7: cal. fail, low batt., and alarm, 8: manifold home error, 9: analog alarm



H0 CS LVEA 4, minute trends (mean), Oct 06 2013 16:00:00 PDT - Oct 07 2013 16:00:00 PDT

 0

 10

 20

 30

 40

 50

 60

 70

 80

 90

 100

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

p
a
rt

ic
le

s/
ft

3
> .3 µm
> .5 µm

stopped
counting

holding

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

m
o
d

e

 0
 2
 4
 6
 8

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

st
a
tu

s

0: no alarms, 1: calibrate failure, 2: low battery, 3: cal. fail, low batt., 4: alarm/count alarm, 5: cal. fail and alarm, 
6: low batt. and alarm, 7: cal. fail, low batt., and alarm, 8: manifold home error, 9: analog alarm



H0 CS LVEA 5, minute trends (mean), Oct 06 2013 16:00:00 PDT - Oct 07 2013 16:00:00 PDT

 0

 200

 400

 600

 800

 1000

 1200

 1400

 1600

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

p
a
rt

ic
le

s/
ft

3
> .3 µm
> .5 µm

stopped
counting

holding

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

m
o
d

e

 0
 2
 4
 6
 8

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

st
a
tu

s

0: no alarms, 1: calibrate failure, 2: low battery, 3: cal. fail, low batt., 4: alarm/count alarm, 5: cal. fail and alarm, 
6: low batt. and alarm, 7: cal. fail, low batt., and alarm, 8: manifold home error, 9: analog alarm



H0 EX VEA 1, minute trends (mean), Oct 06 2013 16:00:00 PDT - Oct 07 2013 16:00:00 PDT

 0

 200

 400

 600

 800

 1000

 1200

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

p
a
rt

ic
le

s/
ft

3
> .3 µm
> .5 µm

stopped
counting

holding

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

m
o
d

e

 0
 2
 4
 6
 8

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

st
a
tu

s

0: no alarms, 1: calibrate failure, 2: low battery, 3: cal. fail, low batt., 4: alarm/count alarm, 5: cal. fail and alarm, 
6: low batt. and alarm, 7: cal. fail, low batt., and alarm, 8: manifold home error, 9: analog alarm



H0 EY VEA 1, minute trends (mean), Oct 06 2013 16:00:00 PDT - Oct 07 2013 16:00:00 PDT

 0

 2000

 4000

 6000

 8000

 10000

 12000

 14000

 16000

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

p
a
rt

ic
le

s/
ft

3

> .3 µm
> .5 µm

stopped
counting

holding

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

m
o
d

e

 0
 2
 4
 6
 8

 1.06513e+09  1.06514e+09  1.06515e+09  1.06516e+09  1.06517e+09  1.06518e+09  1.06519e+09  1.0652e+09  1.06521e+09  1.06522e+09  1.06523e+09

st
a
tu

s

0: no alarms, 1: calibrate failure, 2: low battery, 3: cal. fail, low batt., 4: alarm/count alarm, 5: cal. fail and alarm, 
6: low batt. and alarm, 7: cal. fail, low batt., and alarm, 8: manifold home error, 9: analog alarm


